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;ISERTIFIKAT O KONTROLISANJU Broj / Number. C 2101-1

INSPECTION CERTIFICATE Strana / Page: 12
Na zahtev naruéioca / SLOVARM d.o.0. Auto-put I-13, blok 53bb
By the request of purchaser: 11070 Novi Beograd
preduzeto je/ kontrolisanje postojeceg proizvoda
set to: the existing product inspection
u vezi sa lzvestajem o kontrolisanju /
in relation to Inspection report. Broj / Number. C 2101-1
sa dokumentima u prilogu/ - Dokumentacija o proizvodu /
with enclosed documents: Product documentation;

- lzvestaj o ispitivanju /

Test report

INSTITUT "MIHAJLO PUPIN" - CENTAR ZA GASNU TEHNIKU izjavljuje da:
INSTITUTE "MIHAJLO PUPIN" - GAS TECHNIQUE CENTRE declares that:

I predmet kontrolisanja / CEVNI ZATVARACI - METALNE KUGLASTE
the inspection object : SLAVINE , ZIDNI ISPUSNI VENTILY/
PIPE FASTENER - METAL BALL VALVE, WALL
EXHAUST VALVES
proizveden od / SLOVARM, a.s., Dolna 1259/2, 90701 Myjava, Slovak
manufactured by : Republic
oznaka - tip—serija / SLOVARM KE-x,X;x;  (X;X:X3=230, 231, 233, 240, 241, 250,
mark - type—seres : (L;S;R) 251,261, 271, 280, 281)

SLOVARM TE-x;x; .
(F;FS;N;E;CE) (X1X,=66)
SLOVARM TE-x;X;x3  (X;X2X3=66, 69, 225)

kako je specificirano u Prilogu A, zadovoljava zahteve navedene u /
as specified in the Annex A, meets the requirements listed in:

referentnom dokumentu / SRPS EN 200:2010
reference document -

Sertifikat o kontrolisanju se izdaje na osnovu standarda SRPS ISO/IEC 17020:2012 .
The inspection certificate is issued on the basis of standard SRPS ISO/IEC 17020:2012 .

Nadzor usaglasenosti predmeta kontrolisanja se obezbeduje sa

periodiénim kontrolisanjem do dana / 17.03.2024.
Surveillance of the inspection object compliance is assured by periodical

inspection until the date :

INSTITUT
“MIHAJLO PUPIN”
CENTAR ZA
GASNU TEHNIKU
LABORATORIJA
Volgina 15§
BEOGRAD

izdat od / issued by :
/"« RUKQVODIOCA CENTRA ZA GASNU TEHNIKU
mesto, datum / place,date: P, / GA§ TECHNIQUE CENTRE MANAGER

SRBIJA
tel: +381 11 6772 151 l&f BEOrpay | Kristina Pe};nc M.Sc.M.E.
fax: +381 11 6781 029 \\v 2
impcgt@pupin.rs Beogr ad, 17.03.2021. \\:,’7?/ _____________________________________________________
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INSTITUT
“MIHAJLO PUPIN”"
CENTAR ZA
GASNU TEHNIKU
LABORATORIJA
Volgina 15§
BEOGRAD

S RBI JA

tel: +381 11 6772 151

fax: +381 11 6781 029
impcgt@pupin.rs

Prilog A/
Annex A

oznaka - tip—serija /

SERTIFIKAT O KONTROLISANJU
INSPECTION CERTIFICATE

AmpP

SMIIHAJLO

PUPIN

CENTAR zA cAYNU teHNiKU

SLOVARM KE-XI X2X3

Broj / Number.
Strana / Page:

C 2101-1
2/2

(x1X2x3=230, 231, 233, 240,

mark - tpe—series : (L:S:R) 241, 250, 251, 261, 271, 280,
it 281)
SLOVARM TE-x;x,
(F;FS;N;E;CE) (x,x,=66)
SLOVARM TE-x;x; X3 (X1X,X3=66, 69, 225)
Pregled Sifri_svih tipova po dimenzijama
SLOVARM Sifra za dimenziju
Oznaka DN10 DN15 DN20 DN25 DN32 DN40 DN50 DN65 DN80 DN100
o ! ! | ! ! | ! | ! |
KE-230 400001 | 400002 | 400003
KE-230L 400150 | 400151 | 400152
KE-231 400016 | 400017 | 400018 | 400019 | 400020 | 400021 | 400022 | 400023 | 400024
KE-231L 400155 | 400156 | 400157
KE-233 400031 | 400032
KE-240 400041 | 400042 | 400043
KE-240L 400160 | 400161 | 400162
KE-241 400051 | 400052 | 400053 | 400054 | 400055 | 400056
KE-241L 400165 | 400166 | 400167
KE-250 400061 | 400062 | 400063
KE-251 400071 | 400072 | 400073 | 400074 | 400075 | 400076
KE-261 400081 | 400082 | 400083 | 400084 | 400085 | 400086
KE-271 40 0091
KE-271S8 40 0092
KE-280 400131 | 400132 | 400133 | 400134
KE-280R 400136 | 400137 | 400138
KE-281 400141 | 400142 | 400143 | 400144
KE-281R 400145 | 400146 | 400147
TE-66 | 400200 | 400201
TE-66F | 400210 | 400211
TE-66FS | 400213 | 400214
TE-66N | 400260 | 40261
TE-66E | 400206 | 400207
TE-66CE | 400208 | 400209
TE-69 400225
TE-225 40 0221
TE-225FS 400222
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